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1.0 Introduction 
 
This Test Guide describes the method for testing the timing performance of an RMS Arc Protection 
System comprising of Arc Sensors and Arc Fault Monitor. The simple test setup uses an off the shelf 
photo flash and standard Doble (or equivalent) test set. 
 
For Arc simulation an off the shelf photo flash such as the Yongnuo (YN-560) or similar may be 
utilised. This flash needs to be equipped with a PC Sync input, for flash initiation, and a Guide 
Number specification of at least 58 m to ensure reliable sensor operation.  
 
Flash initiation and protection timings are undertaken using an AC Test System such as the Doble 
F2250 (F2251) or similar. An AC channel in the test set is utilised in Arc Fault Applications employing 
current checking.  
 
 

2.0 Reference Documents 
Table 1 

Description Document ID Comment 

RMS Technical Bulletin 1S30 Issue G, 18/07/2011 

RMS Technical Bulletin 1S25 Issue F, 7/03/2011 

RMS Technical Bulletin 1S26 Issue L, 23/04/2010 

Photo Flash Technical Manual YN-560 Yongnuo 

PC Sync to 6.35mm Cable  LS-PC635 www.hkyongnuo.com 
 

2.1 Expected timing performance  
• The Arc Fault System without an over current check (1S30 + 1S25) shall have a total trip time 

of less than 10 ms. 
 

• The Arc Fault System with a separate Instantaneous over current check (1S30 + 1S25 + 
external current check relay) shall have a total trip time of less than 15 ms at 2x current 
setting. 

 
• The Arc Fault System with integral over current check (1S30 + 1S26) shall have a total trip 

time of less than 15 ms at 2x current setting. 
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3.0 Method 

3.1 Equipment Under Test 
RMS 1S30 - Optical Arc Fault Sensor, 
RMS Arc Fault Monitors 1S25 or 1S26 

3.2 Recommended Test Equipment 
• AC Test System “Doble” F2250 (F2251) or similar 
• Auxiliary Power supply 40-150 VDC, 1A  
• Photo Flash YN-560, Guide number 58 m (@ ISO 100, 105 mm), 4xAA batteries 
• Yongnuo PC Sync to 6.35 mm Cable, LS-PC635 
• 6.35 mm Mono Socket, cable type, terminated with banana plugs on the ends for connection 

to test set 
 

3.3 Flash Setting 
To ensure positive operation of the Arc Fault sensors for testing purposes the Photo Flash 
unit must be set to emit a flash of suitable intensity at a given distance. The angle of 
incidence of the flash with respect to the sensing point will also influence operation of the 
Arc Fault sensor, the test flash is to be placed in front of the sensor and aimed directly at the 
sensor point as shown below:  
 

 
 
For up to 1m flash distance set the YN-560 Photo Flash at 25% power. 
 
For up to 3m flash distance set the YN-560 Photo Flash at 100% power. 
 
For other photo flash units experimentation with photo flash setting may be required to 
achieve positive operation of the Arc Fault sensor. 
 

3.4 Safety precautions 
To prevent eye injury avoid flash exposure at close proximity.  
Provide a warning to others to shield their eyes prior to a test sequence. 
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3.5 Timing test of 1S25 (no current check) 

3.5.1 Example Test setup 
 

TIME

Initiate

AC current

Enable

Enable

Channel 1

Channel 2

1S25 
Arc Fault Monitor

Auxiliary Power 
Supply

+ -
1 3

4
22

9

7
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Arc Sensor 
Input
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AC Test System “Doble” F2250 (F2251)

Logic output

2

Logic 
input

Flash YN-560, Guide number 58m
(@ ISO 100, 105mm), 4xAA batteries

Yongnuo PC Sync 
to 6.35mm Cable

LS-PC635

6.35mm Mono 
Line socket

START

Milliseconds

Source 2

STOP

External

 
 

Figure 1: 1S25 test setup 
(Example shows single Zone 1 sensor under test and common trip output monitored for timing 

purposes) 
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Figure 2: 1S25 setup - general view 

 

3.5.2 Test procedure: 
1. Set up the test as shown in the Figure 1. Example shows testing for a single Zone 1 sensor 

operation.  
2. Set configuration switches of the 1S25 in accordance to the specific application requirements.  

Check for appropriate setting of the configuration switches (refer to technical bulletin for details) 
3. On the Doble system set the output of Channel 2 to 0 A/ 50 Hz.  
4. Set timer Start to “Source 2”.  Set timer Stop to “External”. Reset the timer. 
5. Switch on the Photo Flash unit and wait until the unit is ready to discharge. 
6. Enable the output of Channel 2 (green LED shall be lit). To start the test press the Red button 

“Initiate”.  
7. The Photo Flash will operate and the Doble timer will start counting. Upon the closing of the 

output contacts the timer will stop counting. 
8. Read the timer result. 
9. Repeat the test at least 3 times. Record results in the results table. 
10. Repeat tests for all zones and record timing results of respective zone outputs. 

1S25 

6.35mm Mono 
Line socket 

Doble system

Sync. cable 

Sensor 1S30 

Flash light 
YN-560 
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3.6 Timing test of 1S25 (with external current check) 

3.6.1 Example Test setup 
 

 
 

Figure 3: 1S25 (with external current check) test setup 
(Single Zone 1 sensor under test and common trip output monitored for timing purposes) 

 

3.6.2 Test procedure: 
1. Set up the test as shown in the Figure 3. Example shows testing for a single Zone 1 sensor 

operation.  
2. Set configuration switches of the 1S25 in accordance to the specific application requirements.  

Check for appropriate setting of the configuration switches (refer to technical bulletin for details). 
3. Set Input current setting of the external current check relay to the required current sensitivity. 
4. On the Doble system set the output of Channel 2 to twice the current setting of the current check 

relay, example for a 1A relay setting set the Doble to output 2A/ 50 Hz.  
5. Set timer Start to “Source 2”.  Set timer Stop to “External”. Reset the timer. 
6. Switch on the Photo Flash unit and wait until the unit is ready to discharge. 
7. Enable the output of Channel 2 (green LED shall be lit). To start the test press the Red button 

“Initiate”.  
8. The Photo Flash will operate and the Doble timer will start counting. Upon the closing of the 

output contacts the timer will stop counting. 
9. Read the timer result. 
10. Repeat the test at least 3 times. Record results in the results table. 
11. Disable Channel 2 of the Doble system after each test to avoid the potential of thermally 

overloading the current input of the Current Check Relay. 
12. Repeat tests for all zones and record timing results of respective zone outputs. 
13. Repeat the test for all phases.
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3.7 Timing test of 1S26 

3.7.1 Test setup  
 

 
 

Figure 4: 1S26 test setup 
(Single Zone 1 sensor under test and common trip output monitored for timing purposes, current 

check set at 1A) 
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Figure 5: 1S26 setup - general view 

3.7.2 Test procedure: 
1. Set up the test as shown in the Figure 4. Example shows testing for a single Zone 1 sensor 

operation.  
2. Set configuration switches of the 1S26 in accordance to the specific application requirements.  

Check for appropriate setting of the configuration switches (refer to technical bulletin for details). 
3. Set the Input current setting of the 1S26 to required current sensitivity, in this example 1 A on all 

three phases. 
4. On the Doble system set the Channel 2 output to 2 times of 1S26 setting, in this example 2 A/ 50 

Hz.  
5. Set timer Start to “Source 2”.  Set timer Stop to “External”. Reset the timer. 
6. Switch on the Photo Flash unit and wait until the unit is ready to discharge. 
7. Enable output of the Channel 2 (green LED shall be lit). To start the test press the Red button 

“Initiate”.  
8. The Photo Flash will operate and the Doble timer will start counting. Upon the closing of the 

output contacts the timer will stop counting. 
9. Read the timer result. 
10. Repeat the test at least 3 times. Record results in the results table. 
11. Repeat tests for all zones and record timing results of respective zone outputs. 
12. Disable Channel 2 of the Doble system after each test to avoid the potential of thermally 

overloading the current input of the 1S26. 
13. Repeat the test for all phases 

1S26 

6.35mm Mono 
Line socket

Doble system 

Sync. cable 

Sensor 1S30

Flash light 
YN-560 
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4.0 Results 
Test results may be recorded in the tables below. 

4.1 Results of 1S25 testing (no current checking) 

Table 2 

Description Distance, 
cm 

Delay, 
ms Expected Pass /Fail 

Test 1   ≤10 ms  

Test 2   ≤10 ms  

Test 3   ≤10 ms  

Overall result   ≤10 ms  

 

4.2 Results of 1S25 testing (with external current checking) 

Table 3 

Description Distance, 
cm 

Delay, 
ms Expected Pass /Fail 

Test 1   ≤15 ms  

Test 2   ≤15 ms  

Test 3   ≤15 ms  

Overall result   ≤15 ms  
 
 

4.3 Results of 1S26 testing 

Table 4 

Delay, ms 
Description Distance, 

cm Ph. A Ph. B Ph. C 
Expected Pass /Fail 

Test 1     ≤15 ms  

Test 2     ≤15 ms  

Test 3     ≤15 ms  

Overall result     ≤15 ms  
 
 
 



©  2 0 1 2  R e l a y  M o n i t o r i n g  S y s t e m s  P t y  L t d  
Due to RMS continuous product improvement policy this information is subject to change without notice. 

 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
Australian Content 
Unless otherwise stated the product(s) quoted 
are manufactured by RMS at our production 
facility in Melbourne Australia. Approximately 
60% of our sales volume is derived from 
equipment manufactured in house with a local 
content close to 80%. Imported components 
such as semi-conductors are sourced from local 
suppliers & preference is given for reasonable 
stock holding to support our build requirements. 
 
Quality Assurance 
RMS holds NCSI (NATA Certification Services 
International), registration number 6869 for the 
certification of a quality assurance system to 
AS/NZS ISO9001-2008. Quality plans for all 
products involve 100% inspection and testing 
carried out before despatch. Further details on 
specific test plans, quality policy & procedures 
may be found in section A4 of the RMS product 
catalogue. 
 

Product Packaging 
Protection relays are supplied in secure 
individual packing cardboard boxes with moulded 
styrene inserts suitable for recycling.  Each 
product & packing box is labeled with the product 
part number, customer name & order details. 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
Design References 
The products & components produced by RMS 
are based on many years of field experience 
since Relays Pty Ltd was formed in 1955. A large 
population of equipment is in service throughout 
Australia, New Zealand, South Africa, The Middle 
East & South East Asia attesting to this fact. 
Specific product & customer reference sites may 
be provided on application.  
 
 

Product Warranty 
All utility grade protection & auxiliary relay 
products, unless otherwise stated, are warranted 
for a period of 24 months from shipment for 
materials & labour on a return to factory basis. 
Repair of products damaged through poor 
application or circumstances outside the product 
ratings will be carried out at the customer’s 
expense.  
 
 

Standard Conditions of Sale 
Unless otherwise agreed RMS Standard Terms & 
Conditions (QF 907) shall apply to all sales. 
These are available on request or from our web 
site. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

Relay Monitoring Systems Pty Ltd 
6 Anzed Court,  Mulgrave,  Victoria  3170,  AUSTRALIA 

 
Tel: +61 3 8544 1200  Fax: +61 3 8544 1201  Email: rms@rmspl.com.au  Web: www.rmspl.com.au 

 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /SyntheticBoldness 1.00
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize false
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveEPSInfo true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /AdvC128c
    /AgencyFB-Bold
    /AgencyFB-Reg
    /Algerian
    /AllegroBT-Regular
    /AmerTypewriterITCbyBT-Medium
    /Arial-Black
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /AvantGardeITCbyBT-Medium
    /AvantGardeITCbyBT-MediumOblique
    /BankGothicBT-Medium
    /BaskOldFace
    /Bauhaus93
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BenguiatITCbyBT-Bold
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardFashionBT-Regular
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BlackadderITC-Regular
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /BradleyHandITC
    /BremenBT-Bold
    /BritannicBold
    /Broadway
    /BrushScriptMT
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Castellar
    /Centaur
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CharlesworthBold
    /Chiller-Regular
    /ColonnaMT
    /ComicSansMS
    /ComicSansMS-Bold
    /CommonBullets
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothicBT-Bold
    /CopperplateGothic-Light
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /CurlzMT
    /DauphinPlain
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /EngraversMT
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /EstrangeloEdessa
    /FelixTitlingMT
    /FootlightMTLight
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /Free3of9
    /FreestyleScript-Regular
    /FrenchScriptMT
    /FuturaBlackBT-Regular
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-ExtraBlack
    /FuturaBT-Light
    /FuturaBT-LightItalic
    /Garamond
    /Garamond-Bold
    /Garamond-Italic
    /Gautami
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /Gigi-Regular
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /GoudyHandtooledBT-Regular
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-Bold
    /Humanist521BT-BoldItalic
    /Humanist521BT-Italic
    /Humanist521BT-Roman
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /Jokerman-Regular
    /JuiceITC-Regular
    /KabelITCbyBT-Book
    /KabelITCbyBT-Ultra
    /Kartika
    /KristenITC-Regular
    /KunstlerScript
    /Latha
    /LatinWide
    /Lithograph-Bold
    /LithographLight
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Magneto-Bold
    /MaiandraGD-Regular
    /Mangal-Regular
    /MaturaMTScriptCapitals
    /MicrosoftSansSerif
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MSOutlook
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MVBoli
    /New
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /OCRAbyBT-Regular
    /OCRAExtended
    /OCRB10PitchBT-Regular
    /OldEnglishTextMT
    /Onyx
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Papyrus-Regular
    /Parchment-Regular
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /Playbill
    /PoorRichard-Regular
    /PosterBodoniBT-Roman
    /Pristina-Regular
    /Raavi
    /RageItalic
    /Ravie
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /ScriptMTBold
    /SerifaBT-Bold
    /SerifaBT-Italic
    /SerifaBT-Roman
    /SerifaBT-Thin
    /ShelleyAllegroBT-Regular
    /ShowcardGothic-Reg
    /Shruti
    /SnapITC-Regular
    /SouvenirITCbyBT-Demi
    /SouvenirITCbyBT-DemiItalic
    /SouvenirITCbyBT-Light
    /SouvenirITCbyBT-LightItalic
    /Staccato222BT-Regular
    /Stencil
    /Swiss911BT-ExtraCompressed
    /Sylfaen
    /SymbolMT
    /Tahoma
    /Tahoma-Bold
    /TempusSansITC
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-Italic
    /TwCenMT-Regular
    /TypoUprightBT-Regular
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VinerHandITC
    /Vivaldii
    /VladimirScript
    /Vrinda
    /Webdings
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /ZapfElliptical711BT-Bold
    /ZapfElliptical711BT-BoldItalic
    /ZapfElliptical711BT-Italic
    /ZapfElliptical711BT-Roman
    /ZurichBT-BlackExtended
    /ZurichBT-RomanExtended
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /Unknown

  /Description <<
    /FRA <>
    /JPN <FEFF3053306e8a2d5b9a306f30019ad889e350cf5ea6753b50cf3092542b308000200050004400460020658766f830924f5c62103059308b3068304d306b4f7f75283057307e30593002537052376642306e753b8cea3092670059279650306b4fdd306430533068304c3067304d307e305930023053306e8a2d5b9a30674f5c62103057305f00200050004400460020658766f8306f0020004100630072006f0062006100740020304a30883073002000520065006100640065007200200035002e003000204ee5964d30678868793a3067304d307e30593002>
    /DEU <>
    /PTB <>
    /DAN <>
    /NLD <>
    /ESP <>
    /SUO <>
    /ITA <>
    /NOR <>
    /SVE <>
    /ENU <>
  >>
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [595.276 841.890]
>> setpagedevice


